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Little Scholars CDC of Detroit
Water Sampling Lead Analysis Report

1. INTRODUCTION

1.1. GENERAL

This report presents the results of our water sampling performed at the site of Little
Scholars CDC of Detroit, 22420 Fenkell, Detroit, M1, on May 13th, 2016. The sample
results taken in conjunction with this investigation are also presented on Appendix
1.

1.2. OBJECTIVES AND SCOPE
In general, the objectives of this investigation were to:

Accurately evaluate water outlets for lead above the EPA Maximum Contaminate
Level (MCL).

1.3. AUTHORIZATION
Authorization was provided by phone for our Professional Services by Ethel Smith,
April 27t 2016.

2. SITE INVESTIGATIONS

2.1. FIELD PROGRAM
In order to sample and evaluate water, GSES took six samples, a First Draw sample
and a Flush sample, from three different locations on the site.

The field portion of our investigation was under control and continual supervision
of an experienced member of our field scientist staff.

2.2 LABORATORY TESTING

2.2.1. General

In accordance with ASTM D3559 and the U.S. Environmental Protection Agency
guidelines for lead in drinking water at schools and child care facilities, we took two
samples: first draw and flush, which is the required testing standard for drinking
water lead contamination.
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Results of the tests indicate that the water is below the threshold for lead
contamination. A copy of the lab report and Chain of Custody is attached (Appendix
1). ‘

3. DISCUSSIONS AND RECOMMENDATIONS

3.1. DISCUSSIONS OF FINDINGS
The water results are below the threshold for lead contamination.

We appreciate the opportunity of providing this service for you. If you have any
questions concerning this report or require additional information, please do not

hesitate to contact the undersigned.

Respectfully submitted,
s

Michael Etters nica Starks, CIEC
Field Scientist Principal
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Consultant Board-awarded by the
American Council for Accredited
Certification

'r‘\‘ j‘ :x
S BOARD CERTIFIED 15/9
\\\ #rq1s033 s 7
1’%.\ Exp. wizofsoé
N o i o
P e
o Bl

Appendix 1, Lab Results, Chain of Custody

17800 Woodward Ave Suite 200
Detroit, MI 48203



Laboralory ID: 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsilanti, Ml, 48197-5166
(440) 449-2525, Fax: (440) 449-8585
ANALYTICAL REPORTS

SAMPLE CODE: 3566028

5/25/2016 272470 Fen L]

Customer:  G. S. Group Source: Little Scholars-Fenkell, DC-01-KC-01-P
Monica Starks )
17800 Woodward Ave Source City: Detroit
#200 Source State:Ml

Detroit, M1 48203

Date/Time Received:  5/16/2016 14:00
Collected by: M. Etters
The results herein conform to TNI and ISO/AEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
unceriainty of the test results are available upon request. Alf Dates and Times are reporied as U.S. Eastern Time.
Legend:

Any ‘Level Detected’ marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

"ND" This contaminant was not detected at or above our lower reporting limit (LRL)
"NA™ Not Analyzed
“Standard”  This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards
"LRL" This column indicales the Lower Reporting Limit, which is the lowest level that the laboratory can detect a contaminant.
"DF" This column indicates the contaminant dilution factor.
Report Notes:
Fedld# Contaminant  Mefhod Standard  Umts LRL  Llev  DF DalefTme  Dale  DatefMime
‘ - . o . Deteded Samp&ed . Prepped ‘ ‘Anaty;eid -

Inorganic Analytes - Metals

These test results may be used for compliance purpose as required.

IAnalyst Tests

EC 200.8

James Abston, Operations Manager

This report cannot be reproduced, except in full, without the written approval of National Testing Laboratories, Lid.
Page 1 of 1 355028 Lead Only Date Printed. 5/25/2016 2.56:13 PM




Laboratory ID: 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsilanti, Mi, 48197-5166
{440) 449-2525, Fax;: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 355029
512512016
Customer:  G. S. Group Source: Little Scholars-Fenkell, DC-01-KC-01-F
Monica Starks )
17800 Woodward Ave Source City: Detroit
#200 Source State: Ml

Detroit, Mi 48203

Date/Time Received:  5/16/2016 14:00
Collected by: M. Etters
The results herein conform to TNI and ISONIEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test resulls are available upon request. All Dates and Times are reported as U.S. Eastern Time.
Legend:

Any ‘Level Detected' marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Leve! (MCL) or one of the Standards of
Quality.

“ND" This contaminant was not detected at or above our lower reporting limit (LRL)
"NA" Not Analyzed

“Standard”  This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline valuss for EPA
Secondary Standards.

“LRL" This column indicates the Lower Reporting Limit, which is the lowest level that the taboratory can detect a contaminant.
"DF" This column indicates the contaminant dilution factor,
Report Notes:
Fedld# Contaminant  Method Standerd  Unis LRL  Level DF Daefime  Date  DatelTime

, ; _Detected ~ Sampled = Prepped  Analyzed
Inorganic Analytes - Metals
oL oot MO

These test results may be used for compliance purpose as required.

iAnalyst Tests
EC 200.8

James Abston, Operations Manager

This report cannot be reproduced, except in full, without the written appravaf of National Testing Laboratories, Lid,
Page 1 of 1 355029 Lead Only Date Printed. 5/25/2016 2.56:13 PM




Laboratory ID: 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsilanti, M, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 356030
512512016
Customer:  G.S. Group Source: Little Scholars-Fenkell, DC-02-WC-02-P
Monica Starks . .
17800 Woodward Ave Source City: Detroit
#200 Source State: M|

Detroit, M| 48203

Date/Time Received:  5/16/2016 14:00
Collected by: M. Etters
The results herein conform to TNI and ISO/IEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test results are available upon request. Al Dates and Times are reported as U.8. Eastern Time.
Legend:
gny l‘%evet Detected' marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level {MCL) or one of the Standards of
uality.

“ND" This cantaminant was not detected at or above our lower reporting fimit (LRL)
"NA" Not Analyzed

“Standard”  This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.

"LRL" This column indicates the Lower Reporling Limit, which is the lowest level that the {aboratory can detect a contaminant.
"DF" This column indicates the confaminant dilution factor.
Report Notes:
Fedld# Contaminant  Method Standard Unts LRL  tevl  DF Dateffme  Dae DatelTime

Detected =~ Sampled = Prepped  Analyzed

Inorganic Analytes - Metals

1030 e

These test results may be used for compliance purpose as required.

alyst Tests
EC 200.8

James Abston, Operations Manager

This report cannot be reproduced, except in full, without the writfen approval of National Testing Laboratonies, Ltd.
Page 1 of 1 355030 Lead Oniy Date Printed: 5/25/2016 2:56:13 PM




Laboratory ID: 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsilanti, MI, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 355031
512512016
Customer:  G. S. Group Source: Litle Scholars-Fenkell, DG-02-WC-02-F
Monica Starks .
17800 Woodward Ave Source City: Detroit
#200 Source State: Ml

Detroit, Ml 48203

Date/Time Received:  5/16/2016 14:00
Collected by: M. Etters
The results herein conform to TNI and ISONEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test results are available upon request. All Dates and Times are reported as U.S. Eastern Time.
Legend:

Any 'Level Detected' marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

“ND" This contaminant was not detected at or above our lower reporting limit (LRL)
"NAY Not Analyzed
"Standard"  This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.
“LRL" This column indicates the Lower Reporting Limit, which is the lowest leve! that the laboratory can detec! a contaminant.
"DF This column indicates the contaminant ditution factor.
Report Notes:
Fedld# Contaminent  Mothod Standerd  Units LRL  Levsl  DF Date/Tme  Date  DatefTime

 Detected = Sampled = Prepped  Analyzed
Inorganic Analytes - Metals

These test results may be used for compliance purpose as required.

iAnalyst Tests

EC 200.8

James Abston, Operations Manager

This report cannof be reproduced, except in full, without the writlen approval of National Testing Laboralories, Lid.
Page 1 of 1 355031 Lead Only Date Printed: 5/25/2016 2.56:13 PM




Laboratory ID: 0055 National Testing Laboratories, Ltd
6§56 South Mansfield, Ypsilanti, M, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 355032
51252016
Customer:  G. S. Group Source: Little Scholars-Fenkell, DC-02-BF-03-P
Monica Starks .
17800 Woodward Ave Source City: Detroit
#200 Source State:Mi

Detroit, Ml 48203

Date/Time Received:  5/16/2016 14.00
Collscted by: M. Etters
The resulls herein conform to TNi and ISO/NEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test resulls are available upon request. All Dates and Times are reported as U.S, Eastern Time.
Legend:

Any ‘Level Detected’ marked with an aslerisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level {MCL) or one of the Standards of
Quality.

"ND” This contaminant was not detected at or above our lower reporting limit (LRL)
UNAT Not Analyzed
"Standard"  This column indicates either the Maximum Contaminant Leve! {MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards,
“LRL" This column indicates the Lower Reporting Limit, which is the lowest level that the laboratory can detect a contaminant,
"DF" This column indicates the contaminant dilution factor.
Report Notes:
Fedld# Contaminant Method Standard  Units  LRL level  DF DaefTme  Dale  DatefTime

Detected  Sampled  Propped  Analyzed

Inorganic Analytes - Metals
_— 001 001

s

spoois

These test results may be used for compliance purpose as required.

lAnalyst Tests

EC 200.8

James Abston, Operations Manager

This report cannot be reproduced, except in full, without the wnitten approval of National Testing Laboratories, Lid.
Page 1 of 1 355032 Lead Only Date Printed: 5/258/2016 2:56:13 PM



Laboratory ID: 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsilanti, M, 48197-5166
(440) 449-2525, Fax: (440) 449.8585

ANALYTICAL REPORTS
SAMPLE CODE: 355033
512512016
Customer:  G.S. Group Source: Little Scholars-Fenkell, DC-02-BF-03-F
Monica Starks )
17800 Woodward Ave Source City: Detroit
#200 Source State: M|

Detroit, Ml 48203

Date/Time Received:  5/16/2016 14:00
Collected by: M. Elters
The results herein conform to TNI and ISOAEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test results are available upon request. All Dates and Times are reported as U.5. Eastern Time,
Legend:

Any "Level Detected’ marked with an asterisk {*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

"ND" This contaminant was not detected at or above our lower reporting limit (LRL)
"NA" Not Analyzed
"Standard”  This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.
“LRL" This column indicates the Lower Reporting Limit, which is the lowest level that the laboratory can detect a contaminant.
"DF" This column indicates the contaminant dilution factor.
Report Notes:
Fedld# Contaminant Method Standard Ut IRL level OF Dettime Date DateTme
Inorganic Analytes - Metals

D;

These test resuits may be used for compliance purpose as required.

Pnalys: Tests

[EC 200.8
L

James Abston, Operations Manager

This report cannot be reproduced, excepl in full, without the written approval of National Testing Laboratories, Lid,
Page 1 of 1 355033 Lead Only Date Printed: 5/25/2016 2:56:14 PM




4 National Testing

General Compliance

Laboratories, Ltd. Order Number: 2077210
o P Order Date; 05/09/2016 355 g
Quality Water Analysis  Sample Number. 00 OV
1-800-458-3330 Product: Lead Only
Sample Paid: No Payment Method:
Sold To: TSR: EF
G. S. Group For Laboratory Use ONLY
Monica Starks Lab Azcounting Information:
17800 Woodward Ave ‘
Detroit M 48203 Payment §:
Check #:

Time Sampled: @ c’ : lg‘m . Please Use Miltary Time. e.g 3 00pm = 15,00
Check Time Zone u}ésr CIcsTImsT]PST

CettHe Selwol, & - Fonkel]
Fhone Number: 313 _ S22, &> 52350

Fax Number:

Sample 1D or Souree: Dd;-@ [-—- KC;,@[ - P

Source Typs: 0 Spring [ weil Municipal [ Surface
[] Other:

Cliant Mame:

PWS ID# (if applicable);

Chy & State: .‘

L

Lab Comments/Special Instruations:

State Forms:

.. ed & accaptable.

(lf Bﬁemni an Above)
Sample recsipt critefia
Sample Collected By} [7] Deviations from acfeptable sample receipt criteia noted
(S on PSA form.
ignature)
Sampie Collected By: Hl m}ﬁy(;,
Please Pant)
Form Completed By: lutd/w__ ' gb{[/s
Additjonal Comments: C} . - ey
et ‘éwb at= J;Q,,,s c;{a, 2o T 13 {plectie  HE
Firet Aondd

INCOMPLETE INFORMATION MAY DELAY ANALYSIS AND/OR INVALIDATE RESULTS



General Compliance

Vational Testing
Laboratories, Ltd. Order Number: 2077210 153079
g g 5, Order Date: 05/09/2016 ]
Quality Water Analysiy — Sample Number: R A e
1-800-458-3330 Produect: Lead Only
Sample Paid: No Payment Method:
Sold To: TSR: EF
G. S. Group For Laboratory Use ONLY
Monica Starks Lab Accounting Information:
17800 Woodward Ave
Detroit M 48203 Payment §:
Check #:

Lab Comments/Special Instructions:

Date Sampled :ﬁ:}:ﬁfﬁéﬁ_ lé_

Time $&m§3}m‘f§:,ﬁ@wil£ Please Usa Mildary Time. e.g 3 00pm = 1500
Check Time Zone: [%ST JcstamMsT]PST

Client Name: L{Jd'“lé %rﬁf‘g"wlu
Phone Number: 5|2, &26 %2%

Fax Mumben:

PYWE 1D (If applicable): M> }‘Q State Forms:

Sample 1D or Source: nwOl - KC/”O {— =

Source Type: [} Spring [ Well m/Municipal [ Surface
[] Other:

City & m@%ﬁ’ NN

(1 Differept than Above)
Sample CQ%C%W, /K .,,m-\«‘
(Signatura)

Sample Collected By: Q;JU—O{ @Tb&g

(Ploase Print)

Form Completed By: M@&Lm -

Additional Comments: Py § >
% m% : =% %M et ;lm,gw,i} e e lotedien BT

i

INCOMPLETE INFORMATION MAY DELAY ANALYSIS AND/OR INVALIDATE RESULTS




General Compliance

lational Testing
Laboratoﬁes, Ltd Order Number: 2077210 754031
vvvvvv Order Date: 05/09/2016 u
QualiyWaior Arclyss Sample Nomber DA WEREN O
1-800-458-3330 Product: Lead Only
Sample Pald: No Payment Method:
Sold To: TSR: EF
G. S. Group For Laboratory Use ONLY
Monica Starks Lab Accounting Information:
17800 Woodward Ave
Detroit Mi 48203 Payment $:
Check #

Lab Commenis/Special Instructions:

Date Sampled :_ﬁ_ﬁf “_I“ :25 Lé

Time Sampled: b-uiéw Please Use Military Time, e.g 3 00pm = 1500
Check Time Zone [Q’éST OJesTmsT[JPST

Cliznt Mame: Li% Mw&‘{pﬁ-w "Pcaﬁ,é{ ”
Phone Number: 5|2, _ S36-52850

Fax Number:
. i ) \ ’ 8tats Forms
PWS 1D (if applicable): W IA
[

Sample 1D or ?&{mmg;DQ» @'&. - U) (~07 »P

Lab Sample informaiofi:
Source Type: [] Sprng () Wel (0 Moricpel [ Surtece | page Receivea:_y | MAY 16 7016
[] Other:

Time Received

City & State: @&ﬁ%‘{’«f bT }V !‘ : Received By:

{if Different than Abovs)

[] Devistions from gcceptafle sample receipt criteria noted

Sample Collected 8y:
on PSA form.

(Srgnature)

Sample Collected By: H @LLJ t};ﬁ%

(Ptaase Print)

Form Compileted By: M (}Ww UM&

INCOMPLETE INFORMATION MAY DELAY ANALYSIS AND/OR INVALIDATE RESULTS




‘A National Testing
Laberatarses, Ltd ;

Qualuty Watér Amlysw

1-800-458-3330 Product:

Sample Paid: No

TSR: EF
Sold To:

G. 8. Group
Monica Starks

17800 Woodward Ave
Detroit Mi 48203

Date Sampled S;MJS L(;,)

Time @&m@ia&:wﬁ& Jaé Ploase Use Mitary Time, e.g 3.00pm = 15 00
Check Time Zone: [9{37 [JcsTmsT[]PST

Client Name: LH:H,{ \ lgfrﬁ - p«%&{ H

Order Number:
Order Date:
Sample Number:

General Compliance

2077210
05/09/2016

——

A

Lead Only
Payment Method:

For Laboratory Use ONLY

Lab Ascounting Information:

Payment §:

Check #:

Phone Number: ‘512 S E¢ 5350

Fax Mumber: ’
O
Sample 1D or Source: D@ -07C- wﬁ -DZC "’F

Source Type: [ Spring [7] Well @/Municipa! [] Surface
[] Cther

PWES DR (if applicable):

City & @mm

(lf D:fferent than
Sample Collected Byr 7‘% :‘:;

\ Stgnatum)

Sampie Collected By: Hl ‘ .(,VS
{Please Print)

Form Completed By: M ;C}\‘, \ éﬂ:(,v&

Lab Comments/Special instructions:

State Forms:

Lab S8ample info o

Date Recelved: '&At 1 5 2915
Time Recelved; H @
Recelved By: :

ampie recaipt critana ch & acceptable
Dewvistions from agCeptabla sample recaipt critena noted

on PSA form.

Ad%l)ona\

O¢ 4t vomr H 2

F\ust\

w«~‘5 M};J 6!‘:4’ Jc’f»u-, AM(‘M{ Thes s

INGOMPLETE INFORMATION MAY DELAY ANALYSIS ANDJ/OR INVALIDATE RESULTS




General Compliance

tional Testing
Laboratories, Ltd. Order Number: 2077210
gt s Order Date: 05/09/2016 1. 7
- w - . =
Quality Water Analysis  Sample Number: Dam o G
1-800-458-3330 Product: Lead Only
Sample Pald: No Payment Method:
TSR: EF
Sold To:
G. S. Group For Laboratory Use ONLY
Monica Starks Lab Accounting Information:
17800 Woodward Ave
Detroit M 48203 Payment §:
Check #:

Lab Comments/Special Instructions:

Date Bampled Z“Ilgz_jl_h

Time Sampled lm(Qm;ﬁ. Please Use Miltary Time. ¢ g 3:00pm = 15:00
Check Time Zone: RAEST [JCST [ ]MST[JPST

Client Name:_ Lﬂ;ﬁm&yﬁ— F«:ﬁig”
Phone %umb%riz H-52c. $STCH

Fax Mumber:

PWS ID# (if appicable): D ) A | State Forms:
4
Sample 1D or Source: DC__ - 0'Z~ %F - O’sw?
; Lab Sample | e
Source Type; [] Spring [7] Well E/ Municipal [7] Surface Date Recelved: MAY 16 ,zmﬁ
[J Other Time Recelved
me Recelv

City & S’W@f‘:\;m Lr H {’ R ivad .

5 (If Different than Above) ecelved By:

\ = - /E] Sampls recsipt crite
Sample Collscted Qy\/\/\/\)D —— {7] Deviations from &
¥ (Signature) on PSA form.

Sample Coltected By: ™yche | PATLLE

(Please Print)

Form Completed By: HU’J/M@ \ E’H’z rS

1{\4‘5 & Mo AA{\)&M} s s \pratiu.. T3

INCOMPLETE INFORMATION MAY DELAY ANALYSIS AND/OR INVALIDATE RESULTS




Vational Testing
| Lab@ra&or:es, Ltd.

Qualotyk Water AnaIyM

1-800-458-3330

Sold To:

G. S. Group

Monica Starks

17800 Woodward Ave

Detroit il

Date Sampled ;SwaéLé

Check Time Zone mér [csTmsT]PST

Client Name: LHH,{ %(Lkg,larew CML{H

48203

Please Use Miltary Time, e g 3 00pm » 1500

General Compliance

Order Number: 2077210
Order Date: 05/09/2016
Sample Number:
Product: Lead Only
Sample Paid: No Payment Method:
TSR: EF
For Laboratory Use ONLY
Lab Acocounting Information:
Payment §:
Check #:

L.ab Comments/Special lnstructions:

Phons %as‘ﬁ@er:%j'ﬁ,.gSS‘-— @50

Fax Mumber

PWS ID# (if applicable): yx) ) i State Forms:
Sample 1D or S{mm@:i&‘ﬂ O'Z,«— %F*’ D%~ F

Lab Sample Informftion:
Source Type: [ Spring [T Well B/ Municipal [7] Surface Date Recc%ved: QMY 1 612015
[7] Other. '

Time Received lﬁ o
City & State: 9‘5%‘4"(}7 A, M; Receiv 1Ay D

(tf dm‘erent than Above) ecel ; -
ample recsipt criterig ; ed & acceptable.
Sample Collected By: ) V4 N Daviations from accgplabid sampls receipt criteria noted
on PSA form.

Sample Collected By: \\‘l\;)\a.\ \

{Sigrature)

EffS

{Please Print)

Form Completed By: H\()\;\‘ Eﬂ”/bbs

Mggnal?& :?n S

LS

_Eiu:zla_ém&

Led &&kﬂ;_g_%»rf/ Pe

)




